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. ALL WALLS TO BE WAL TYPE A UNLESS NOTED OTHERWISE.

. RE: FINISH PLAN & SCHEDULE FOR WALL BASE & FINISH
INFORMATION

. COORDINATE METAL STUD GAUGE WITH PRE-APPROVED
EQUIPMENT ANCHORAGE. WHERE A DISCREPANCY OCCURS,
THE MORE STRINGENT REQUIREMENT SHALL GOVERN.

. WHERE "SEALANT" IS INDICATED ON WALL TYPES: PROVIDE
ACOUSTIC (SOUND) SEALANT AT BOTH SIDES OF NON-RATED
WALLS & UNDER TOP AND BOTTOM OF TRACKS. PROVIDE
FIRE-RATED SEALANT ON BOTH SIDES, TOP, AND BOTTOM OF
FIRE-RATED WALLS, AS REQUIRED BY FIRE RATING.

. EXTEND FIRE-RATED WALL CONSTRUCTION BEHIND
RECESSED OR BUILT-IN EQUIPMENT; SUCH AS FIRE
EXTINGUISHER CABINETS (FEC), ELECTRICAL WATER
COOLERS (EWC) AND ELECTRICAL PANELS, ETC., UNO.

. PROVIDE AND INSTALL ALL STIFFENERS, BRACING, BACK-UP
PLATES AND SUPPORTING BRACKETS REQUIRED FOR THE
INSTALLATION OF ALL CASEWORK AND OF ALL FLOOR
MOUNTED OR SUSPENDED MECHANICAL, ELECTRICAL OR
LABORATORY EQUIPMENT.

. WHERE HVAC OR OTHER MEP ITEMS PENETRATE
PARTITIONS: STUDS SHALL BE BRACED AND FRAMED TO
STRUCTURE AS REQUIRED TO PROVIDE ADEQUATE
SUPPORT. ALL PENETRATIONS THROUGH RATED WALLS
SHALL BE SEALED TO PROVIDE FIRE, SMOKE, AND/OR
ACOUSTICAL ISOLATION OF SPACES WITH APPROPRIATE
FIRESTOP MATERIAL.

. PROVIDE GLASS-MAT, WATER RESISTANT BACKING BOARD
AT ALL WET LOCATIONS.

. EXCEPT AT FIRE-RATED PARTITIONS, ALL WALL AND COLUMN
GYPSUM BOARD FACING SHALL BE HELD AT 5/8" INCH BELOW
STRUCTURE, UNO.

10. ALL PATIENT ROOMS, EXAM ROOMS, & CONSULTATION

ROOMS SHALL HAVE A MINIMUM STC WALL RATING OF 51 & A
CAC RATING OF 40.

N

. ALL PENETRATIONS AND OPENINGS THROUGH FIRE RATED
ASSEMBLIES TO MEET REQUIREMENTS OF UL 1479.

12. REFER TO LIFE SAFETY SHEETS FOR FIRE RATED WALLS.
13. REFER TO SHEET A152 FOR ALL TYP. EXAM TYPE LAYOUTS.

14. PANORAMIC IMAGING UNIT (2D OR 3D) - SUPPLIED AND

INSTALLED BY HENRY SCHEIN DENTAL. BLOCKING &
ELECTRICAL BY CONTRACTORS. CONFIRM POWER
REQUIREMENTS WITH HENRY SCHEIN DENTAL EQUIPMENT
SPECIALIST.

15. BLOCKING - UPPER SUPPORT - CONTRACTOR TO SUPPLY

AND INSTALL BACKING FOR WALL MOUNTED DENTAL UNITS &
WALL HUNG CABINETS. SEE HENRY SCHEIN DENTAL
EQUIPMENT SPECIALIST FOR EXACT LOCATION.

16. STERILIZATION EQUIPMENT PLACEMENT TO BE

COORDINATED WITH OWNER, CABINET MAKER AND HENRY
SCHEIN EQUIPMENT SPECIALIST.

17. DENTAL MECHANICAL EQUIPMENT PLACEMENT TO BE

COORDINATED WITH OWNER, CONTRACTOR AND HENRY
SCHEIN EQUIPMENT SPECIALIST.

GENERAL NOTES

gy | NEW WALL, RE: G121 FOR WALL TYPE

INFO
¢ t | EXISTING WALL TO REMAIN
xo}—— | WALL TAG

/[l NEW DOOR

EXISTING DOOR TO REMAIN

DOOR TAG

NOT FOR CONSTRUCTION PLANS
ARE SEALED FOR CITY PLANNING
APPROVAL ONLY

PEDIATRIC WING
825 EUCLID AVE.
KANSAS CITY, MO 64124
SAMUEL U. RODGERS HEALTH CENTER

SAMUEL U. RODGERS HEALTH CENTER

NEW WINDOW, RE: A451 FOR WINDOW
E—E= | pE NFO.

— NEW CURTAINWALL, RE: A451 FOR
CURTAIN WALL TYPE INFO.

X WINDOW TAG

ROOM

ROOM TAG

LEGEND - FLOOR PLAN

EXISTING BUILDING

DESCRIPTION

REVISIONS

DATE

NUMBER

CITY PLANNING

DATE: 10/13/2023

PROJECT NO: 2053

SECOND FLOOR
PLAN

11/1/2023 9:24:20 AM

SECOND FLOOR PLAN

KEY PLAN - N.T.S.
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1. ALL WALLS TO BE WAL TYPE A UNLESS NOTED OTHERWISE.

2. RE: FINISH PLAN & SCHEDULE FOR WALL BASE & FINISH
INFORMATION

3. COORDINATE METAL STUD GAUGE WITH PRE-APPROVED
EQUIPMENT ANCHORAGE. WHERE A DISCREPANCY OCCURS,
THE MORE STRINGENT REQUIREMENT SHALL GOVERN.

4. WHERE "SEALANT" IS INDICATED ON WALL TYPES: PROVIDE
ACOUSTIC (SOUND) SEALANT AT BOTH SIDES OF NON-RATED
WALLS & UNDER TOP AND BOTTOM OF TRACKS. PROVIDE
FIRE-RATED SEALANT ON BOTH SIDES, TOP, AND BOTTOM OF
FIRE-RATED WALLS, AS REQUIRED BY FIRE RATING.

5. EXTEND FIRE-RATED WALL CONSTRUCTION BEHIND
RECESSED OR BUILT-IN EQUIPMENT; SUCH AS FIRE
EXTINGUISHER CABINETS (FEC), ELECTRICAL WATER
COOLERS (EWC) AND ELECTRICAL PANELS, ETC., UNO.

6. PROVIDE AND INSTALL ALL STIFFENERS, BRACING, BACK-UP
PLATES AND SUPPORTING BRACKETS REQUIRED FOR THE
INSTALLATION OF ALL CASEWORK AND OF ALL FLOOR
MOUNTED OR SUSPENDED MECHANICAL, ELECTRICAL OR
LABORATORY EQUIPMENT.

7. WHERE HVAC OR OTHER MEP ITEMS PENETRATE
PARTITIONS: STUDS SHALL BE BRACED AND FRAMED TO
STRUCTURE AS REQUIRED TO PROVIDE ADEQUATE
SUPPORT. ALL PENETRATIONS THROUGH RATED WALLS
SHALL BE SEALED TO PROVIDE FIRE, SMOKE, AND/OR
ACOUSTICAL ISOLATION OF SPACES WITH APPROPRIATE
FIRESTOP MATERIAL.

8. PROVIDE GLASS-MAT, WATER RESISTANT BACKING BOARD
AT ALL WET LOCATIONS.

9. EXCEPT AT FIRE-RATED PARTITIONS, ALL WALL AND COLUMN
GYPSUM BOARD FACING SHALL BE HELD AT 5/8" INCH BELOW
STRUCTURE, UNO.

10. ALL PATIENT ROOMS, EXAM ROOMS, & CONSULTATION
ROOMS SHALL HAVE A MINIMUM STC WALL RATING OF 51 & A
CAC RATING OF 40.

1

RN

. ALL PENETRATIONS AND OPENINGS THROUGH FIRE RATED
ASSEMBLIES TO MEET REQUIREMENTS OF UL 1479.

12. REFER TO LIFE SAFETY SHEETS FOR FIRE RATED WALLS.
13. REFER TO SHEET A152 FOR ALL TYP. EXAM TYPE LAYOUTS.

14. PANORAMIC IMAGING UNIT (2D OR 3D) - SUPPLIED AND
INSTALLED BY HENRY SCHEIN DENTAL. BLOCKING &
ELECTRICAL BY CONTRACTORS. CONFIRM POWER
REQUIREMENTS WITH HENRY SCHEIN DENTAL EQUIPMENT
SPECIALIST.

15. BLOCKING - UPPER SUPPORT - CONTRACTOR TO SUPPLY
AND INSTALL BACKING FOR WALL MOUNTED DENTAL UNITS &
WALL HUNG CABINETS. SEE HENRY SCHEIN DENTAL
EQUIPMENT SPECIALIST FOR EXACT LOCATION.

16. STERILIZATION EQUIPMENT PLACEMENT TO BE
COORDINATED WITH OWNER, CABINET MAKER AND HENRY
SCHEIN EQUIPMENT SPECIALIST.

17. DENTAL MECHANICAL EQUIPMENT PLACEMENT TO BE
COORDINATED WITH OWNER, CONTRACTOR AND HENRY
SCHEIN EQUIPMENT SPECIALIST.

GENERAL NOTES

NEW WALL, RE: G121 FOR WALL TYPE
INFO

EXISTING WALL TO REMAIN

X0}—— | WALL TAG
/[l NEW DOOR

EXISTING DOOR TO REMAIN

NOT FOR CONSTRUCTION PLANS
ARE SEALED FOR CITY PLANNING
APPROVAL ONLY

SAMUEL U. RODGERS HEALTH CENTER
PEDIATRIC WING
825 EUCLID AVE.
KANSAS CITY, MO 64124
SAMUEL U. RODGERS HEALTH CENTER

DOOR TAG
NEW WINDOW, RE: A451 FOR WINDOW
E—E= | pE NFO.
NEW CURTAINWALL, RE: A451 FOR
— CURTAIN WALL TYPE INFO.
X WINDOW TAG
ROOM
ROOM TAG

LEGEND - FLOOR PLAN

EXISTING BUILDING
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THIRD FLOOR
PLAN

THIRD FLOOR PLAN

1/8" = 1'-0"

KEY PLAN - N.T.S.

A104
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- |ARE SEALED FOR CITY PLANNING| .~
T APPROVAL ONLY | -

MARK - PC1

MANUFACTURER - TBD
PRODUCT - PRECAST CONCRETE
FINISH - TBD

£ a

MARK - MP1

MANUFACTURER - ALUCOBOND PLUS
RAINSCREEN + CI

PRODUCT - METAL PANEL

MARK - MP2 ACCENT
MANUFACTURER - ALUCOBOND PLUS
RAINSCREEN + CI

PRODUCT - METAL PANEL

MARK - AB1

MANUFACTURER - ARCHITECTURAL
FABRICATION

PRODUCT - 6" PLANK

FINISH - SUPER DARK NATIONAL
WALNUT - QPC

MARK - AB2

MANUFACTURER - ARCHITECTURAL
FABRICATION

PRODUCT - 6" PLANK

FINISH - SOUTHERN PECAN - QPC
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A. DIRECTIONAL ELEVATION NAMING CONVENTION
" "ESTABLISHED BASED ON PLAN NORTH

B. WINDOW SYSTEM COLOR TO BE: KAWNEER 'PERMADIZE
DARK BRONZE'

|. C. FLASHING COLOR @ WINDOW SYSTEM TO BE: PAC-CLAD
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D."COPING COLOR @ ARCHITECTURAL FABRICATIONS METAL

e | e . AR
.................................. @l_ " 27!_2" ..
........................ ‘
............ . g? - ............ ............
___________ _ROOF PLAN ol _ 2 - - - ...l ./ mROQFPLAN. . - N - - - - - - - a - - - - - - - - e SRR PSR RURURUUURPRRURRREY ORI
o T T T R T T 131-6" O PP PP PP SRPEP P
on
............................... | T I Ry EE e
................................................................................................ E(
ola
........... «F
______________ | ] (
................. 1-5" ]
e - — - — - TR0 P— e —  — 1 — - ; )
""""""""""""
e RS FLOOR B B | B SECOND FLOOR I B B B B B B B | B B B AR R Rt Ry
@ 100" - 0" 100" - 0"
.............. ¥
................... .
............... F-I-RST-FLOQR B B B B B N B . FIRST FLOOR 1 B B B B / B B B N B B B B B B B B
________________ 84'- 8" | Wes-g
.. .. .. .. .. .. .. ........................................................................................................... DECORATIVE PERFORATED SCREEN ...................................................
_____________________ EXTER|ORELEV TION - LOBBY ATRIUM - COLORED3 EXTER|OR ELEVATION - EAST-COLOREDZ
........................... L ) : : 1/8"=1'—0" : ) 1/8"=1'-0"
e @ @ | e @ .............. @ ____ @ ______________ @ ...................................... @ ___________________________________________________________ @ @ B
.........................  DECORATIVE METAL
______________________ : PP ROOF SCREEN
R o3 ez I R ) gz ) g ) A R
i i i i \ i i
- BACK LIT SIGN BY MFR. SIGNAGE DIMENSIONS MEET SECTION"
GC. TO PROVIDE BOX 88-445 OF THE KANSAS CITY, MISSOURI -
______________ \ FOR POWER ZONING CODE. SIGNS TO PROJECTNQ - - ... ... .
_________ | , 22'-10" | | MORE THAN 4" FROM FACE OF BUILDING.
ROOF PLAN B B B B B B - B B B B B B B B B B B j{g %@U]@gg - T
o 131'-6"
....................... ‘
_____________________ | ‘ ‘ - ‘ ‘
___________________________ V/
......................................... ‘ Z Y Yy Y = [ ?3
S A | | - (/ //? r" | : )
: | B
<
___________________________ % |
THIRD FLOOR o - o - o - - o ‘ - o - o - o o o -
115' - 0" |
_________________ % | . L N o ”
______________ | Vi — - 7 | 7 |
..................... . ) ‘ —
............................ SECOND FLQOR B B B ‘ B 1 - 1 B B B B B B B - B ‘ B
....................... 100!_0" ] ) o7 ., . 14' - Q"
. « E? "D = d P2 a7 =0 O e
.............................. > L | ’ j‘i
........................... N ‘
I | | Y S
............................... ?‘o
___________________________ ® S It
\
N FIRSTFLOOR "~ [ _ . _ . _ _ _ _ —
______________ 84'-8" - -

FOR PARKING GARAGE ENTRY, EXITAND -~
TRASH ENCLOSURE. "~ .- .

PERFORATED SLATOVERHEAD DOOR ............... o

- WOODGRAIN SIDING TO BE: PAC-CLAD 'DARK BRONZE'

E. COPING COLOR @ ALUCOBOND PANELING TO BE:
"_PA_C_'-CLAD 'DARK BRONZE'

‘F.'RE: SPECS & STOREFRONT & WINDOW TYPES SHEET FOR
----- ADDITIONAL INFO
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N: 1069780.28

E: 2772247.08

N: 1069765.89
E: 2772231.38

E7TH ST

FULL-DEPTH SAWCUT AND
REMOVAL OF EXISTING
PAVEMENT AND CURB &
GUTTER

NEW CURB & GUTTER AND

ASPHALT PAVEMENT

REQUIRED STORAGE OR INFILTRATION WITH NEW WORK:
1.5" OVER DISTURBED AREA = 65,000 SQ. FT. * 1.5/12 = 8,125 CU. FT.

EXISTING BMP APPEARS TO PROVIDE SUFFICIENT STORM WATER
CONTROL FOR PROPOSED DISTURBED AREA.

NEW CURB & GUTTER AND
ASPHALT PAVEMENT

FULL-DEPTH SAWCUT AND
REMOVAL OF EXISTING
PAVEMENT AND CURB & GUTTER

— EXISTING STORM WATER RAINGARDEN BMP CONSTRUCTED VOLUNTARILY
WITH EXISTING BUILDING.
APPROX. 3,850 SQ. FT. FULLY VEGETATED WITH RAINGARDEN PLANTINGS
10" PONDING DEPTH TO CONTROL WEIR (3,040 CU. FT.)

30" DEPTH AT OVERFLOW (9,125 CU. FT.)

EXISTING BUILDING

LEVEL 2 ENTRY
FFE ~ 929.59
ARCH EL 100'-0"

N: 1069472.56
E: 2772374.81

EMERGENCY UTILITY CONTACTS

UTILITY COMPANY / AGENCY CONTACT
PHONE #
ALLIED 816-918-2653
AT&T 816-275-2721
AT&T 816-223-9496

CENTURYLINK

800-283-4237

KCMO PW TRAFFIC ENGINEERING

816-513-9871

KCMO PW STREET LIGHTING

816-513-9871

KCMO PW NEIGHBORHOODS

816-513-9871

SANITARY SEWERS

KCMO WATER SERVICES, 311 or 513-0209
OVERFLOW CONTROL PROGRAM after hours
KCMO WATER SERVICES, 311 or 513-0209

after hours

KCMO WATER SERVICES, STORM
WATER

311 or 513-0209
after hours

KCMO WATER SERVICES, WATER

311 or 513-0209
after hours

EVERGY

816-556-2014 or
816-806-5268

SPIRE ENERGY (MGE)

314-776-9517

UNITE PRIVATE NETWORK

866-963-4237

ZAYO

816-591-0282

GOOGLE FIBER

816-605-3936

(7))

w

UTILITY LEGEND

wn

—ST ST ST
W W W

—E E E

—UGE uGe uGe

EX. SANITARY SEWER
EX. STORM SEWER
EX. POTABLE WATER

EX. ELECTRIC

EX. NATURAL GAS
EX. COMMUNICATIONS

PR. SANITARY SEWER
PR. STORM SEWER
PR. POTABLE WATER

PR. ELECTRIC

PR. NATURAL GAS
PR. COMMUNICATIONS

NOTE: UTILITY REROUTING
THROUGH PROPOSED
GARAGE/BUILDING
FOOTPRINT TBD AS
BUILDING SYSTEMS DESIGN
PROGRESSES.

MISSOURI

ONE CALL SYSTEM

Know what's below.
Call before you dig.

OBOLA-SBOQBOL 0oL

BLDG CORNER
N: 1069749.53
E: 2772648.51

— PAVEMENT AND CURB &
GUTTER REPLACEMENT

Taliaferro & Browne, Inc.

Civil / Structural Engineering,

Landscape Architecture & Surveying
1020 E. 8th STREET
KANSAS CITY, MISSOURI 64106

BLDG CORNER

N: 1069740.63
E: 2772825.63

BLDG CORNER
N: 1069567.95
E: 2772571.81

N: 10694
E: 27726

BLDG CORNER
N: 1069515.41
E: 2772617.45

LEVEL 1 ENTRY
FFE 914.28
ARCH EL 84'-8"
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EMERGENCY UTILITY CONTACTS

UTILITY COMPANY / AGENCY CONTACT
PHONE #
ALLIED 816-918-2653
AT&T 816-275-2721
AT&T 816-223-9496

CENTURYLINK

800-283-4237

KCMO PW TRAFFIC ENGINEERING

816-513-9871

KCMO PW STREET LIGHTING

816-513-9871

KCMO PW NEIGHBORHOODS

816-513-9871

KCMO WATER SERVICES, 311 or 513-0209
OVERFLOW CONTROL PROGRAM after hours
KCMO WATER SERVICES, 311 or 513-0209
SANITARY SEWERS after hours
KCMO WATER SERVICES, STORM | 311 or 513-0209
WATER after hours
KCMO WATER SERVICES, WATER | 311 or 513-0209
after hours

EVERGY

816-556-2014 or
816-806-5268

SPIRE ENERGY (MGE)

314-776-9517

UNITE PRIVATE NETWORK

866-963-4237

ZAYO

816-591-0282

GOOGLE FIBER

816-605-3936
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GENERAL NOTES

1. ALL PROPOSED UTILITIES CONSTRUCTION COVERED BY THESE PLANS SHALL COMPLY WITH APPLICABLE REQUIREMENTS OF THE CURRENT CITY

STANDARDS AND SPECIFICATIONS OF THE PUBLIC WORKS DEPARTMENT, KANSAS CITY, MISSOURI.

# UTILITY KEYNOTES

SANITARY SEWER SERVICE (72" MIN, COVER - STREET & ALLEY RIGHT-OF-WAYS;

48" MIN. COVER - PRIVATE PROPERTY AND DEEP ENOUGH TO SERVE EXISTING BASEMENTS AND BUILDINGS WITH NO BASEMENTS)

1. CONNECT TO EXISTING COMBINED SEWER MANHOLE, INSTALL APPROX. 35 L.F. 6" PVC SDR-25 PIPE THROUGH EXISTING 12" HDPE PIPE @ 1.5%. SEE

DETAIL, THIS SHEET. EX. 12" HDPE PIPE FL =902.60, NEW 6" PVC PIPE FL = 902.85.
2. INSTALL NEW KCMO STD. MH-1 MANHOLE FOR SAMPLING PER KCMO WATER SERVICES STANDARDS.

2.1. TOPEL.=9125
2.2. FL OUT (W-6") = 903.4
2.3. FL IN (E-4") =903.9

3. INSTALL APPROX. 60 L.F. 4" PVC SDR 26 @ 2% MIN SLOPE INCLUDING TWO (2) 90-DEGREE FITTINGS TO BUILDING AS SHOWN. SEE MEP PLANS FOR

CONTINUATION

STORM WATER (18" MIN. COVER)

4. PRIVATE STORM SEWER SYSTEM, RE: C300, TYP.

POTABLE WATER (48" MIN COVER)

5. DOMESTIC: CONNECT TO EXISTING 10" CAST IRON MAIN WITH RESTRAINED 10"x6" TEE, SOLID SLEEVE (SOUTH), 10" VALVE (ON MAIN), 6" VALVE (ON
SERVICE LINE), AND 6"x3" REDUCER PER WATER SERVICES RULES AND REGULATIONS. SEE DETAIL, THIS SHEET. INSTALL APPROX. 37 L.F. 3" DIP

(INCLUDING RESTRAINED 90° FITTING) TO METER PIT AS SHOWN.

6. FIRE: CONNECT TO EXISTING 10" CAST IRON MAIN WITH RESTRAINED 10" TEE, SOLID SLEEVE (NORTH), 10" VALVE (ON MAIN), AND 6" VALVE (ON FIRE
LINE), PER WATER SERVICES RULES AND REGULATIONS. SEE DETAIL, THIS SHEET. INSTALL APPROX. 52 L.F. 6" DIP (INCLUDING RESTRAINED 90°

FITTING) TO BFP VAULT AS SHOWN.

7.  DOMESTIC METER: INSTALL VAULT AND APPARATUS FOR 3" METER PER WATER SERVICES STANDARDS (RELIABLE PRECAST 8.5'x6' WITH 8" WALLS

OR APPROVED EQUAL). RISER TOP EL. =919.5.
7.1. METER SHALL BE PURCHASED FROM KCMO WATER SERVICES.

1.2. INSTALL APPROX. 21 L.F. 3" DIP INCLUDING 90° FITTING TO BUILDING AS SHOWN. SEE MEP PLANS FOR CONTINUATION.
8.  FIRE BFP: INSTALL VAULT AND APPARATUS FOR 6" BFP VAULT (INCLUDING 8" DOUBLE CHECK DETECTOR BFP) PER WATER SERVICES STANDARDS

(TRAFFIC-RATED RELIABLE PRECAST 8.5'x5' WITH 6" WALLS OR APPROVED EQUAL). RISER TOP EL. =919.7.

8.1. INSTALL APPROX. 10 L.F. 6" DIP PIPE INCLUDING RESTRAINED 90° FITTING TO BUILDING AS SHOWN. SEE MEP PLANS FOR CONTINUATION.
9. IRRIGATION IS DESIGN-BUILD SCOPE. REFER TO LANDSCAPE PLANS FOR ZONING CONCEPT. NO ATTEMPT TO QUANTIFY IMPACT ON EXISTING

IRRIGATION SYSTEMS IS SHOWN ON THESE PLANS.

ELECTRIC (48" MIN. COVER) - VERIFY ALL CONDUIT COUNTS AND SIZES WITH UTILITY AND MEP

10. PROJECT INCLUDES RELOCATION OF EXISTING OVERHEAD ELECTRIC AND OTHER ATTACHED UTILITIES UNDERGROUND GENERALLY AS SHOWN.
11. INSTALL TWO (2) 4" PVC CONDUITS FOR PRIMARY ELECTRIC TO PROPOSED TRANSFORMER PAD (COORDINATE QUANTITY AND SIZE AND SCOPE WITH

UTILITY) GENERALLY AS SHOWN.

12. INSTALL TRANSFORMER PAD PER UTILITY STANDARDS. COORDINATE FINAL SIZING WITH UTILITY, MEP ENGINEER, AND CIVIL ENGINEER.
13. INSTALL FOUR (4) 4" PVC CONDUITS FOR SECONDARY ELECTRIC FROM TRANSFORMER PAD TO BUILDING GENERALLY AS SHOWN. SEE MEP PLANS

FOR WIRING, VERIFICATION OF FINAL CONDUIT QUANTITY, AND CONTINUATION.

NATURAL GAS (18" MIN. COVER)

14.  COORDINATE WITH UTILITY TO PROVIDE NATURAL GAS SERVICE/MAIN EXTENSION. RECOMMENDED ROUTING AS SHOWN. SEE MEP PLANS FOR

CONTINUATION.

COMMUNICATIONS (MIN. COVER PER UTILITY)

15. (NOT SHOWN ON PLAN) COORDINATE WITH UTILITIES TO COMMUNICATIONS SERVICE(S). PROVIDE THREE (3) 4" PVC CONDUITS FROM BUILDING TO
POINT(S) OF SERVICE. COORDINATE SERVICE WITH MEP ENGINEER, ARCHITECT, AND UTILITY PROVIDER(S). SEE MEP PLANS FOR CONTINUATION.

—NEW 6" PVC SERVICE @

— CASING SPACER

=
O CASING SPACER COUNT & SPACING
' — PER MFR RECOMMENDATIONS
E \ EX. 12" 1.5%
- EX. 48" MH HDPE PIPE
- |y
_ l_'i l_'i '_Li | |
o p— i — T
- |
J J i Y
SEAL END AT RIGHT OF WAY EF,>|<'P|152@H1D§§ 18" MIN
WITH NEOPRENE END SEALS o7 CASING SPACER °4" MAX
RE: KC WATER STANDARD
UTILITY CASING SPECIFICATIONS GROUT FULL TO PFE%IBE EﬁCEAfSOE":ATEﬂ
PARAGRAPH 2.05 FIRST SPACER
REUSE OF 12" HDPE PIPE AS CASING
FOR NEW 6" SEWER SERVICE
10"X6" TEE WITH ~__10"X6" TEE WITH
BACKING BLOCK BACKING BLOCK
10" GATE 10" GATE
VALVE I VALVE —— EX. 10"
CIP MAIN

Y

T -+ + %

— 10" SOLID

10" SOLID SLEEVE

SLEEVE
/. @- corEvane
6" GATE VALVE

6"X3" REDUCER J

WATER MAIN CONNECTION
(NO SCALE)
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GRADING LEGEND GENERAL NOTES 9 -
O
~— ~ ~  EXISTING MINOR %
1, REFER TO DRAWING C-010 FOR ADDITIONAL GRADING NOTES. >
— — —  EXISTING MAJOR x
2. UNLESS SUPERCEDED BY THESE PLANS, THE PROJECT GEOGRAPHICAL REPORT AND "
PROPOSED MINOR RECOMMENDATIONS, OR THE PROJECT SPECIFICATIONS, CONSTRUCTION ACTIVITIES SHALL BE ':(
CONDUCTED | ACCORDANCE WITH THE APPLICABLE SECTIONS OF THE KANSAS CITY, MISSOURI o
PROPOSED MAJCR CONSTRUCTION SPECIFICATIONS AS CURRENTLY ADOPTED BY THE CITY.
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7520 WASHINGTON ST.
KANSAS CITY, MO 64114
SANITARY AND STORM SEWER STRUCTURE TABLE WWW HJMARCH.COM
- FLOWLINE - IN FLOWLINE — OUT PIPE
\E\’E\m KCMO NO. T&B NO. TOP ELEV. NOTES
-
R\E\R\E DIR. DEPTH ELEV. DIR. DEPTH ELEV. SIZE MAT.
- T
- ”
AT F : ‘ 000-000 Cl NO. 6194 913.06 " o6 Al 12 HPE X5’
PPROX. |LOC. OF|10° WIDE ESMT. FOR R R e e s S S S S — _ ' | : 6.80 904.26 1 ot oo e ?\
~ ELEC, [ENERGY JAND COJMUNICAION W 515 | 90873 12" HDPE 10912023
PURPOSES DOC. NO. 2005-K-0068870 Cl NO. 6230 9135.88 N 6.09 907.83 10” HDPE 3'X5" CONC. CURB INLET
STA: 5+06.47, A-8 E 6.52 907.36 127 HDPE TS AN DATED ELECTRONICALLY.
N: 1069629.58 .
j Eo 2P77Ei6%22.gg 3 NW 4.10 910.93 6 PVC NOT FOR CONSTRUCTION PLANS
; 929, . ) ARE SEALED FOR CITY PLANNING
{ CONNECT TO EXISTING STORM LINES (NW/SW) MH NO. 6269 912.03 W 291 909.12 8 PVe 2" DIA. NYLOPLAST APPROVAL ONLY
— INSTALL 24" DIAM. ADS NYLOPLAST DRAIN S 6.35 908.68 10 PVC
- BASIN WITH 6" SUMP AND SOLID COVER
. FU IN (NW-8") 924.75 Cl NO. 6333 909.89 E 3.73 906.16 15" RCP 2'X5" CONC. CURB INLET
= FL IN (SW-8") 923.93 .
3 FLL OUT (S-12")/919.25 o W 8.85 911.63 12 HDPE
; LP = © j MH NO. 6561 920.48 N 14.26 906.22 15" VCP 4" DIA. SAN. SEW. MANHOLE
o = s S 14.43 906.05 15” VCP
5 % x NW 6.08 923.79 12" VCP
STA: 4+81.14, A-7 - 5 . NE 7.91 921.96 12" VCP
! N: 1069604.28 < = .
E: 2772601.24 2 © 000-000 MH NO. 6566 929.87 N 13.23 916.64 15 VeP 4" DIA. SAN. SEW. MANHOLE
AS TOP EL: 924.64 3 g .
INSTALL 24" DIAM. ADS NYLOPLAST DRAIN g S W 13.57 916.50 15 veP
Eﬁr\IJN(rlJNr; g'; gggﬂp AND SOLID COVER 3 S 13.21 916.66 15" VCP m
CONC. CURB & GUTTER FL OUT (E-12") 915.75 Cl NO. 6391 910.48 SSW 0.24 905.24 12" PVC 3'X5" CONC. CURB INLET m
TRENCH DRAIN - W 9.00 902.60 " HDPE
o o 9 S 3 ) 12”
MH NO. 6601 911.60 N 13.36 898.24 15 PVC 4 DIA. SAN. SEW. MANHOLE -
4!
000 Uope S 13.43 898.17 15 PVC Z
\ 20 QD o0’ 1 ) )
= — Cl NO. 6697 910.31 E 3.60 906.7/1 15 PVC 5X5 CONC. CURB INLET m
\ conc ‘ i W 4.50 905.22 15" RCP
' | S oo A0 i MH NO. 6711 |  909.72 N 150 905.22 157 RCP | 4’ DIA. BRK. STM. MANHOLE ( )
o8 BOL  oBOL oBoL E:2772636.11 e <o, SE £.70 905.02 12" \CP
\ TOP EL: 915.34 7 ===l [ T i MH NO. 6735 911.10 NW 215 908,95 1z P 4" DIA. CONC. STM. MANHOLE I
INSTALL 24" DIAM. ADS NYLOPLAST : : . : . STM.
BIKE = Mor— o I DRAIN BASIN WITH 6" SUMP AND DOME g 215 908.95 19 RCP I— %
RACKS — /HDR/EL(TYF:’. )l GRATE COVER OR APPRV'D EQUAL W 235 908.51 15” RCP o —
— cone. wa T o | FL IN (W-12") 912.15 Cl NO. 6736 910.86 " 3X5 CONC. CURB INLET _I (D Z
CONG. WALL E:Jml / IV > — L FL OUT (S-15") 912.05 S 4.40 906.46 15 RCP m
000 o ol — < I STA: 4+13.29, A5 W 2.91 91.18 4 PVC .- I Z <+ O
o G CONC. WALL 1] ) : Cl NO. 6863 914.09 3X5 CONC. CURB INLET
=) d < i N-1069569.63 SE 4,67 909.42 12" HDPE I = J E
6 CONC. " - ; - . .
£ i [ TOREL: 915.25 | NW 4.51 924.75 8 PVC I ; W & -
INSTALL 24.00 L.F. 12" TRENCH o CONNECT TO EXISTING STORM LINE (W) l > <
HDPE PIPE @ 12.46% OOBO/ DRAIN ‘l“‘\ | INSTALL 24" DIAM. ADS NYLOPLAST DRAIN l MH NO 7112 92926 SW 533 92393 8” PVC 2’ DlA NYLOPLAST < g Lu
z A BASIN WITH 6" SUMP AND SOLID COVER ; . cn o T
EM E:: \“\ [ _4E" . .
INSTALL 33.55 L.F. 12" A D 2 2 g TN E\';lvjs?))ﬂégo | : - 132 9199 12” " — 2 N7
HDPE PIPE @ 10.67% FIN. FL= 91414 §D SoE e (- FL OUT (S-15" 911,60 | KCMO STD| GI-1 GRATE | l’ NE 4.77 921.22 12 HDPE m m d — X
INSTALL 3146 LF. 15" 5| ° E (/- | INLETS AND MH-1 MANHOLE ! . e T
INSTALL 3146 L. . I WITHIN GARAGE, TYP. || [ Cl NO. 7552 925.99 W 5.85 920.14 12 HDPE | 3’X5' CONC. CURB INLET S50
@1.11% 1l ™ | | | ’ =og, R
INSTALL 75.40 L.F. 15" [ | | | £ 6.61 919.58 12 HOPE w o » AQ
HDPE PIPE @ 1.00% | —sTA 342637, A3 ] | Cl NO. 7587 926.60 SW 4.73 921.87 12" HDPE 3'X5' CONC. CURB INLET < o f,‘; 8
825 EUCLID AVENUE FIN. FL= 914.29 Il | ||| E: 277263033 TO BUILDING @ 2.58% | sy O , \ INDICATES CITY RECORDS Q Q Z 5
STA: 3+36.40, A-4 il | ||/ TOPEL:915.29 SEE MEP PLANS FOR CONTINUATION T3 © I §
N: 1069492.83 posT 41 | || CONNECT TO EXISTING STORM LINE (W) | | o LIJ d
E: 2772630.80 !'l'l] " INSTALL 24" DIAM. ADS NYLOPLAST DRAIN 1 =
TOP EL: 915.24 |||  BASINWITH 6" SUMP AND SOLID COVER INSTALL 4.85 LF. 10" HDPE PIPE I o |l LEGEND GENERAL NOTES: m )
INSTALL 24" DIAM. ADS NYLOPLAST o |/] FLIN(N-15")910.65 TO BUILDING @ 1.00% | ,l i n— =
< DRAéNR%E@ (\)/\\/gg g'RSLJQ/IPPRCI'\IDDE%%I\AIE S ] il Et gvu<¥v(-§"3 21)19.?(1) . SEE MEP PLANS FOR CONTINUATION i i STORM TO REMAIN 1. LOCATION OF EXISTING UTILITIES BASED ON FIELD SURVEY INFORMATION. FIELD = <
YC v -15" . 0l
- P FL IN (N-15") 910.85 W// ! e 2l N SROPOSED STORN VERIFY TYPE, SIZE, AND LOCATION PRIOR TO CONSTRUCTION. D (0p)
~— A FL OUT (S-15") 910.75 | | 1 —
~ CNe. ! i R | / | 2. PLUG EXISTING PIPE ENTRANCE(S) AT STRUCTURES TO REMAIN. I
“w ‘J‘“ “ // INSTALL 74.70 L.F. 15" T ::::::::::::::::::::—;;E;L ” Hw |
f@f| | // HDPE PIPE @ 1.13% | L . ] 3.  EXISTING DRAINAGE SYSTEMS TO BE REVIEWED AND POSITIVE DRAINAGE PROVIDED IN m
y [1] [— — . /i,, N “\
. il e e Hibs— g8 i FINAL DESIGN.
NDSCAP/N —J B | l
G g —Sl———sF— / — ]
- INSTALL 8.55 LF. 15" :gfi”; ZﬁST:::::: T ,—:—:—:—:—:—sz—:—:—:—:—:{S‘*’FA) l D
HDPE PIPE @ 1.16% —= / = 1 l E
T e Cons =~
/ / / A A A A A sy -III'IZIZ'Z:::'::::'::::--::::777:: e L =T <
N o o i sy (L - 1 Tonc. & f h :
——G———— G ! I col = ﬁ:::ﬂo:gm ?;V /—_—of
B e S o i o————fo i p o ¢ —_— :
—W(GIS)— === _ S =" S———_ S— ——— .,:Ir._ ; !
p ‘W(GiS)““W(G!S)‘“W(G;S)‘ = WIS ~— — — —w(grs)— - __ Do 1', // ————— G————— G—— G P JN— VL—————wi—
“=W(ars) T ——W(Is) MO == =-w( 'S?“l ’}*(G!S)fﬂ———w—%é{__ ASPH. ‘ ____G—{i
p I GO : S o e S R VR I PVMT. i
e ey ‘\ . ! fot /-INSTALL 15.88 LF. 15 ' B ! e Y oo @ f -
—=W(GIS)——— _ _ W(GIs)— — | _ (Gté)‘ f quf) : / HDPE PIPE @ 1.48% INSTALL 129.24 L.F. 15"
: W(Gts)‘\__g_____w___i\__w _____ — | HDPE PIPE @ 2.05%
] i W —— N\ W= —— I —— W W e .
J T T —
T \_,, T .
|
;é 0L’—STA: 2+50.18, A-2
? /7 N:1069479.19 STA: 2+32.83, A-1 —STA1+01.92, A-0
!/ E:2772706.43 N: 1069473.94 N: 1069466.38
Y TOP EL: 914.23 E: 2772722.97 E: 2772854.22
g 8 INSTALL 24" DIAM. ADS NYLOPLAST TOP EL: 913.70 TOP|EL: 910.86
T / DRAIN BASIN WITH 6" SUMP INSTALL 24" DIAM. ADS NYLOPLAST REUSE CONNECTION TO
| AND SOLID COVER DRAIN BASIN WITH 6" SUMP AND DOME EXISTING CURB INLET
%P FL IN (W-15") 909.70 GRATE COVER OR APPRV'D EQUAL FL |§1 (W-15") 906.56
! FL IN (N-10") 910.70 FL IN (W-15") 909.35 FL OUT (S-15") 906.46 >
2 FL OUT (E-15") 909.60 FL IN (N-10") 910.25 ' ®)
7 FL OUT (E-15") 909.25 ’ =
e ——— S o
o
Q
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Taliaferro & Browne, Inc.
Civil / Structural Engineering,
Landscape Architecture & Surveying
1020 E. 8th STREET 7520 WASHINGTON ST.
KANSAS CITY, MISSOURI 64106 KANSAS CITY, MO 64114
PH (816) 283-3456 FAX (816) 283-0810 WWW.HJMARCH.COM

PROFESSIONAL ENGINEERING CORPORATION
MISSOURI LICENSE NO. 000466 KANSAS LICENSE NO. E-1481
PROFESSIONAL LAND SURVEYING CORPORATION
MISSOURI LICENSE NO. 000094
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LANDSCAPE GENERAL NOTES :
@)
(7))
PLANT SCHEDULE i
1. LOCATE UTILITIES PRIOR TO COMMENCE LANDSCAPE OPERATIONS. 10. CONTRACTOR SHALL PROVIDE AND INSTALL ALL MATERIALS 19.  ANY PLANT MATERIAL WHICH DIES DURING THE ONE YEAR DECIDUOUS TREES T VT PERENNIALS CODE  BOTANICAL / COMMON NAME % -
ACCORDING TO THE PLANS AND SPECIFICATIONS HEREIN. GUARANTEE PERIOD SHALL BE REPLACED BY THE CONTRACTOR O] DWM  Hosta x Dance With Me'/ Dance With Me Hosta . ®
2. LANDSCAPE CONTRACTOR SHALL VERIFY ALL PLANT QUANTITIES PRIOR DURING THE NEXT NORMAL PLANTING SEASON. SWO2  Quercus bicolor / Swamp White Oak 16" HT x 40" SP )
TO PLANTING. ANY DISCREPANCIES WITH THE PLAN SHALL BE 11. ALL PLANT MATERIAL SHALL BE SPECIMEN QUALITY. O FH  Hostax Francee'/ France Hosta SCALE: 1"=20-0° >
BROUGHT TO THE OWNER'S REPRESENTATIVE. 20.  PLANT TAGS FOR ALL PLANTS SHALL NOT HAVE PLANT TAGS T e T o
12. THIS PROJECT IS REQUIRED TO MEET CITY ORDINANCE SECTION 88-425 REMOVED. RGN TREES  CObE  BOTAMGAL ) COMION NALLE S LGS Rudbeckia fulgida sullvantiLitte Goldstar”/ Coneflower "
3. 'I\DAI'_AAI\\]NUTAI\IEG SPECIFICATIONS ARE IN THE PROJECT SPECIFICATION LANDSCAPING AND SCREENING. o o £ c0r  Suta nemorees “Seneaton Decp Bl Improved | Deep Bl Sage LANDSCAPE LEGEND >
. % uniperus chinensis "Keteleeri' / Keteleeri Chinese Juniper [a)
13. ALL DISTURBED AREAS INSIDE THE AREA WILL BE PLANTED WITH . o ‘ C} AJS Sedum spectabile “Autumn Joy" / Autumn Joy Stonecrop - — | _ANDSCAPE METAL EDGING
4. CONTRACTOR SHALL NOT COMMENCE LANDSCAPE WORK UNTIL THE LANDSCAPE AND TURFGRASS SOD.GSI AREAS WILL BE PLANTED WITH %’ TEJ  Juniperus virginiana ‘Taylor / Taylor Eastem Redcedar
SITE IS FREE OF DEBRIS CAUSED BY ON-GOING CONSTRUCTION LANDSCAPE AND STONE SPLASH PAD. SEDGES CODE  BOTANICAL/ COMMON NAME DECORATIVE GRAVEL e
OPERATIONS. LANDSCAPE WORK SHALL BEGIN AFTER THE OWNER P e B7C  Garex lacea Blue Zinger / lue Sedge (COORDINATE WITH ARCHITECT &0
HAS GIVEN WRITTEN APPROVAL FOR SUCH. THERE SHALL BE NO 14. ALL DISTURBED LAWN AREAS SHALL BE FERTILIZED, SODDED WITH A @ OKR  Corcs canadensis Okiahoma'/ Oiahoma Recbud S IS * FOR FINAL SELECTION) =
TRANSPLANT
DEVIATION DUE TO LACK OF COORDINATION FOR THIS ACTIVITY. mgg&z&l 'LI'¢.LL FESCUE GRASS SEED BLEND AND WATERED IN e e e — — L %O &5  LANDSCAPE PLANT SYMBOLS z
5. THE OWNER OR OWNER'S REPRESENTA'“VE SHALL APPROVE GRADES (::} BCB Buddleja x “Blue Chip Jr." / Blue Chip Jr. Lo & Behold Butterfly Bush |0 0
AND CONDITION OF THE SITE PRIOR TO THE PLANTING OPERATIONS. 15.  ALL PLANTING BEDS AND TREE DISHES, EXCEPT WHERE NOTED, o N e eSO TURF TALL FESCUE SOD CITY PLANNING
SHALL BE MULCHED WITH 3 INCHES OF SHREDDED DYED DARK s sericea Kelsey! /Kelseyis Dwarf Dogioo
6. THE BUTTERFLY GARDEN QUANTITIES ARE INCLUDED IN THE OVERALL BROWN MULCH WITH NO WEED BARRIER FABRIC LLH Hydrangea paniculata "Little Lime" / Little Lime Hydrangea
LANDSCAPE PLANT SCHEDULE. THE BUTTERFLY GARDEN PLANT © REFERENCE NOTES SCHEDULE _
SCHEDULE WAS BROKEN OUT FOR CONVENIENCE. 16. ALL PLANTING BEDS SHALL BE TREATED WITH THE @ LDN Physocarpus opulifolius “Little Devil' TM / Dwarf Ninebark DATE: 10/13/2023
PRE-EMERGENCE HERBICIDE TUPERSAN OR APPROVED EQUAL IN SYMBOL ~ DESCRIPTION
7. ALL SHRUBS AND ORNAMENTAL GRASS PLANTINGS SHALL BE LOCATED ACCORDANCE WITH THE MANUFACTURER'S INSTRUCTIONS. SNBSS AR @ HARDWOOD MULCH PROJECT NO: 2053
SO THAT MATURE SIZE REMAINS 1 FOOT FROM ADJACENT PEDESTRIAN * FRG Calamagrostis x acutiflora "Karl Foerster' / Feather Reed Grass
OR VEHICULAR PAVEMENT. 17. CONTRACTOR SHALL GUARANTEE ALL LANDSCAPE WORK AND . o ( : ) NEW SOD
PLANT MATERIALS FOR A PERIOD OF TWO YEARS FROM DATE OF © P e B Ble fRe et @
8. CONTRACTOR SHALL LAYOUT ALL PLANTING AREAS IN THE FIELD PRIOR ACCEPTANCE OF THE WORK BY THE OWNER. & MAG  Miscanthus sinensis ‘Gracillmus® / Maiden Grass METAL EDGING LANDSCAPE PLAN
TO PLANTING FOR APPROVAL BY THE LANDSCAPE ARCHITECT. @ DECORATIVE GRAVEL
18. CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTENANCE OF THE @ CLB Schizachyrium scoparium 'Carousel' / Carousel Little Bluestem
9. LANDSCAPE BOULDERS PLACED IN THE BUTTERFLY GARDEN WILL BE PLANTS UNTIL COMPLETION OF THE JOB AND ACCEPTANCE OF @ NEW BACKFILL IMPORTED TOPSOIL
REVIEWED BY THE LANDSCAPE ARCHITECT FOR FINAL LOCATIONS. THE THE OWNER. @ 4 SCH. 40 IRRIGATION SLEEVE L 1 0 1
LARGE BLOCK STONES ARE POSITIONED FOR TEACHING '
OPPORTUNITIES AND FOR GENERAL SITTING PURPOSES P
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Taliaterro & Browne, Inc.

Civil / Structural Engineering,
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andscape Architecture & Surveying 7590 WASHINGTON ST.
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PROFESSIONAL EN\GSINEERIN@ CORPORATION
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IRRIGATION NOTES
1. IF AN IRRIGATION SYSTEM DESIGN IS NOT PROVIDED WITH THE LANDSCAPE PLANS, THE CONTRACTOR 11. EXERCISE EXTREME CARE IN EXCAVATION AND WORK NEAR EXISTING TREES AND UTILITIES. VERIFY 21.  THIS IRRIGATION SYSTEM IS DESIGNED TO BE PURGED OF 1 SC H E MATI C I RRI GATI O N P LAN
IS TO DESIGN A 100 PERCENT COVERAGE IRRIGATION SYSTEM , INCLUDING COMPREHENSIVE LOCATION AND CONDITION OF ALL EXISTING AND PROPOSED UTILITIES AND CONTRACTOR ID ALL RESIDUAL WATER WITH COMPRESSED AIR .
ENGINEERING ANALYSIS BY A QUALIFIED PROFESSIONAL ENGINEER, USING PERFORMANCE RESPONSE FOR ANY DAMAGE TO TREES OR UTILITIES. FIELD ADJUST IRRIGATION PIPING, VALVES, AND FOR THE WINTER. PROVIDE MANUAL DRAIN VALVES AT SCALE: 1"= 200" -
REQUIREMENTS AND DESIGN CRITERIA INDICATED PER OWNER'S DIRECTION. SPRINKLER LOCATIONS SO AS TO AVOID CONFLICTS WITH UTILITIES (FIRE HYDRANTS, TRANSFORMERS, SYSTEM LOW POINTS. |<:3
INLETS, UTILITY LINE, ETC.). 0
2. IRRIGATION CONTRACTOR TO DESIGN, INSTALL SYSTEM AND SHALL INCLUDE ALL REQUIRED 29 THE FINAL LOCATION AND EXACT POSITIONING OF THE LAN DSCAP E L EG E N D r
COMPONENTS INCLUDING, BUT NOT LIMITED TO, RAIN SHUT OFF SENSOR, CONTROLLER, TAPS, ALL 12.  CONTRACTOR SHALL NOT COMMENCE IRRIGATION WORK UNTIL THE SITE IS FREE OF DEBRIS CAUSED AUTOMATIC CONTROLLER SHALL BE APPROVED  BY THE 2
APPROVALS, AND ALL FEES REQUIRED BY KANSAS CITY, MISSOURI. COMPONENTS TO BE BY ON-GOING CONSTRUCTION OPERATIONS. IRRIGATION WORK SHALL BEGIN AFTER THE OWNER HAS OWNER. - e | ANDSCAPE METAL EDGING L
MANUFACTURED BY ONE ONE MANUFACTURER AND PREFERABLY TO MATCH THE EXISTING IRRIGATION GIVEN WRITTEN APPROVAL FOR SUCH. THERE SHALL BE NO DEVIATION DUE TO LACK OF e %) =
MANUFACTURER. OTHER ALTERNATIVE MANUFACTURERS CAN BE SUBMITTED FOR APPROVAL BY THE COORDINATION FOR THIS ACTIVITY. 23. ALL PIPING BENEATH PAVEMENT SHALL BE INSTALLED IN Gy DECORAT @)
OWNER OR OWNER'S REPRESENTATIVE. 4-INCH SCH. 40 PVC SLEEVE. ALL CONTROL WIRING B C IVE GRAVEL G
BENEATH PAVEMENT SHALL BE IN SEPARATE 2.5-INCH SCH. (COORDINATE WITH ARCHITECT o
3. VERIFY ALL CONDITIONS SHOWN ON PLAN AT THE SITE PRIOR TO COMMENCEMENT OF WORK. 13.  THE OWNER OR OWNER'S REPRESENTATIVE SHALL APPROVE GRADES AND CONDITION OF THE SITE 40 PVC SLEEVES. FOR FINAL SELECTION) 14
PRIOR TO THE START IRRIGATION OPERATIONS. P "
4. VERIFY EXISTING PRESSURE AND FLOW RATES TO SITE WITH THE LOCAL WATER DEPARTMENT AND 24 GREAT CARE PLACING THE IRRIGATION SLEEVES WHERE % LANDSCAPE PLANT SYMBOLS =
NOTIFY LANDSCAPE ARCHITECT IF PRESSURE DOES NOT MEET DESIGN CRITERIA. 14. PROTECT AT ALL TIMES THE WORK FROM DAMAGE AND THEFT, REPLACE ALL DAMAGED OR STOLEN THE PAVEMENT HEATING COILS WILL NEED TO BE @ %%5 a
PARTS AT CONTRACTOR'S EXPENSE UNTIL THE WORK IS ACCEPTED IN WRITING BY THE OWNER. COORDINATED. ALL IRRIGATION PIPING, SLEEVES NEED
5. IRRIGATION CONTRACTOR SHALL SUBMIT A COPY OF THE PLAN TO THE OWNER'S REPRESENTATIVE OR TO BE REVIEWED AND ACCEPTED IN LULTLTLTLT
PROJECT LANDSCAPE ARCHITECT FOR REVIEW AND ACCEPTANCE PRIOR TO INSTALLATION. 15.  FLUSH AND ADJUST ALL SPRINKLER HEADS FOR OPTIMUM PERFORMANCE. THIS SHALL INCLUDE WRITING BY THE OWNER REPRESENTATIVE PRIOR TO THE o ..l TURF TALL FESCUE SOD x
THROTTLING THE LOW CONTROL AT EACH VALVE TO OBTAIN THE OPTIMUM OPERATION PRESSURE FOR CONCRETE POUR. SLEEVE LOCATIONS ON THE NP 0
6. ITIS THE LANDSCAPE CONTRACTOR'S RESPONSIBILITY TO DETERMINE WATER APPLICATION RATES EACH ZONE. PLAN HAVE BEEN PROVIDED AS SUGGESTIONS ONLY. S
AND TIMER CYCLING. THE IRRIGATION CONTRACTOR WILL INSTRUCT AND PROVIDE WRITTEN Z
INSTRUCTIONS TO THE OWNER ON THE OPERATION AND PROGRAMMING OF THE CONTROLLER. 16. DO NOT WILLFULLY INSTALL THE IRRIGATION SYSTEM AS SHOWN ON THE DRAWINGS WHEN IT IS 25. IRRIGATION SLEEVING FOR THE RAISED PLANTERS WILL BE RRl GATl O N COVE RAG E |_ E G E N D
OBVIOUS IN THE FIELD THAT WIND CONDITIONS, OBSTRUCTIONS, GRADE DIFFERENCES OR 2" SIZE AND DRILLED THROUGH THE WALL BELOW GRADE
7. ALL ZONES AND MAIN LINES WILL BE PRESSURE-TESTED AT THE TIME OF INSTALLATION AND AGAIN DIFFERENCES IN THE AREAS DIMENSIONS EXIST THAT MIGHT NOT HAVE BEEN CONSIDERED IN THE AND NOT VISIBLE. THE SLEEVE WILL BE A MINIMUM TWICE . CITY PLANNING
PRIOR TO BUILDING TURNOVER. RESULTS SHALL BE SUBMITTED IN WRITING TO PROJECT LANDSCAPE ENGINEERING, BRING SUCH OBSTRUCTIONS OR DIFFERENCES TO THE ATTENTION OF THE OWNER'S THE SIZE OF THE WALL THICKNESS. CAULK AROUND BOTH TURF TYPE SPRAY HEAD (6" POP-UP)
ARCHITECT, OWNER AND OWNER'S REPRESENTATIVE. REPRESENTATIVE. IN THE EVENT THIS NOTIFICATION IS NOT PERFORMED, THE IRRIGATION SIDES WITH A SILICONE PRODUCT TO ELIMINATE ADJUST EXISTING HEADS AS NECESSARY
CONTRACTOR SHALL ASSUME FULL RESPONSIBILITY AND COSTS FOR ALL NECESSARY REVISIONS. SEEPAGE. — DATE: 10113/2023
8. IRRIGATION CONTRACTOR SHALL CONDUCT A TRAINING SESSION WITH THE OWNER (OR ‘l_f PERENNIAL / SHRUB BED SPRAY '
REPRESENTATIVES) DEMONSTRATING THE OPERATION OF THE SYSTEM AND THE CONTROLLER. AS 17.  PLACE VALVES BOXES 12" FROM AND PARALLEL TO CURBS AND WALKS, GROUPED VALVES TO BE HEAD (12" POP-LID BED SPRAY
APART OF THIS TRAINING, CONTRACTOR SHALL PROVIDE ONE SPRING START-UP AND ONE FALL EQUALLY SPACED AND SET SQUARE TO ANY ADJACENT WALKS OR CURBS. ,—r ( -U ) PROJECT NO: 2053
DRIP IRRIGATION SCHEMATIC
IRRIGATION PLAN

SHUTDOWN OF THE SYSTEM. THIS SHALL BE INCLUDED IN THE OVERALL IRRIGATION BID.
18. ADJUST HEAD LOCATION IF SPRAY IS DETRIMENTAL TO OR BLOCKED BY TREE, SHRUB, STRUCTURE

MAINTAINING EVEN COVERAGE OF PLANTING AREAS.
I— 4" SCHEDULE 40 PVC SLEEVE FOR IRRIGATION

9. IRRIGATION SYSTEM SHALL BE TESTED AND APPROVED BY OWNER'S REPRESENTATIVE OR LANDSCAPE
ARCHITECT PRIOR TO BACKFILLING TRENCHES. IRRIGATION SYSTEM SHALL BE FULLY OPERATIONAL
PRIOR TO THE INSTALLATION OF PLANT MATERIALS. 19. INSTALL HEADS 6" FROM CURBS, WALKS AND WALLS. TRENCHING SHALL BE DONE 2' FROM ALL WALL
10. GENERAL CONTRACTOR SHALL SUPPLY ALL POWER REQUIRED TO OPERATE IRRIGATION SYSTEM. STRUCTURES.
20. OVERSPRAY ON BUILDING OR PAVEMENT IS NOT ACCEPTABLE. HEADS SHALL BE ADJUSTED PRIOR TO L 1 02
11. ALL NEW LANDSCAPE BEDS, TURF AREAS SHALL BE WATERED BY THE IRRIGATION SYSTEM. FINAL INSPECTIONS.
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SOD INSTALLATION NOTES:
1) FINISHED GRADES SHALL BE
ACCURATE.

2) CULTIVATE ENTIRE AREA TO A
MINIMUM 6" DEPTH. EXCEPTIONS TO

AREAS MAY BE MADE IF TREE ROOTS
ARE ENCOUNTERED WITHIN THE NEW SOD AREA

3) ADD ADDITIVES (AS PER SOIL TEST T V,\\U\Wmm\”w“” ““lw\\m““w\m\wlw\“\Wlw\m\\“lw\ulwnw\\”\wlw\ww \\”\WW\\”W"\ O N
e son il sl SR

- Tomn | CULTIVATED SOIL 5@1/7' NN
4) LAY AND ROLL SOD. WATER Hﬁgﬁ

SOD DETAIL

7 NOT TO SCALE

<7
¥
<7 Y
TR 1l
S T=Ee

UNDISTURBED SUBGRADE

DECORATIVE GRAVEL 2" - 3" SIZE
FILTER FABRIC SOIL SEPARATOR

AMENDED SOIL

COMPACTED OR UNDISTURBED SOIL

PERENNIAL PLANTING NOTES:
1) BREAK UP EXISTING TOPSOIL TO A DEPTH OF 24"

2) PROVIDE NEW TOPSOIL TO A DEPTH OF 18"

3) THOROUGHLY MIX PEAT IN TOP 3-4" OF SOIL

4) DO NOT ALLOW PERENNIALS TO DRY OUT. KEEP
MOIST AND PROTECTED FROM DAMAGE PRIOR TO

5) PLACE PLANT IN VERTICAL PLUMB POSITION
6) DIG HOLE AS DEEP AS INITIAL ROOT SYSTEM
7) BACKFILL w/ SOIL AND PACK FIRMLY BY HAND.
ADD ROOT STIMULATOR PER MANUFACTURER'S

RECOMMENDATIONS. WATER THOROUGHLY TO
TO FINISH PACKING SOIL AROUND ROOTS.

8) APPLY 3" TH LAYER OF MULCH ON PERENNIAL
PLANT BED, DO NOT COVER PLANTS

SPACING DIAGRAM

SPACING
REQ. b

SPACING REQ.

MOIST
PLANTING.

SPACING REQUIRMENTS

A
|

|
‘ 3" TH LAYER MULCH

FINISHED GRADE

r REMOVE CONTAINER

‘ ‘ ‘EmEmEmEmEmiiii COMPACTED OR
=l=I=EI=EETE=L UNDISTURBED SOIL

DECORATIVE GRAVEL DETAIL

6 NOT TO SCALE

CONTAINER PLANTING DETAIL

MULCH (SEE SPECS.

DN

AN
//./\\/./\\

TURF GRASS AREA

)

2N

s

ANCHOR PINS 16" LONG 30"0.C. OR
ACCORDING TO MANUFACTURERS
RECOMMENDATIONS

LANDSCAPE FABRIC FOLD
UP AGAINST EDGING

NOT TO SCALE

@/IETAL EDGING DETAIL @ DECORATIVE GRAVEL

EVERGREEN TREE PLANTING NOTES:

1) DO NOT HEAVILY PRUNE THE TREE AT
PRUNING, PRUNE ONLY CROSSOVER LIMBS,
CO-DOMINANT LEADERS & UNBROKEN OR
DEAD BRANCHES. SOME INTERIOR TWIGS &
LATERAL BRANCHES MAY BE PRUNED IF
REQUIRED. DO NOT REMOVE THE TERMINAL
BUDS OF THE BRANCHES THAT EXTEND TO
THE EDGE OF THE CROWN.

2) MARK THE NORTH SIDE OF THE TREE IN THE
NURSERY AND ROTATE TREE TO FACE NORTH
AT THE SITE WHENEVER POSSIBLE.

3) BALL OF PLANT TO BE KEPT MOIST AND
PROTECTED FROM DAMAGE PRIOR TO =
PLANTING. ADD ROOT STIMULATOR TO

7) EACH TREE MUST BE PLANTED SUCH THE
TRUNK FLARE IS VISIBLE AT THE TOP OF THE
ROOT BALL. TREES WHERE THE FLARE IS NOT
VISIBLE SHALL BE REJECTED. DO NOT COVER
THE TOP OF THE ROOT BALL w/ SOIL.

8) SOAK BACKFILL AFTER PLANTING.
9) APPLY 3"TH. MULCH LAYER AROUND TREE,

DO NOT PLACE MULCH IN DIRECT CONTACT w/
CROWN OF TREE TRUNK.

SURFACE IMMEDIATELY AFTER PLANTING AS

PER MANUFACTURER'S RECOMMENDATIONS. rT :“S'\

4) PLANTING DEPTH OF ROOTBALL SHALL BE
EQUAL TO ITS ORIGINAL PLANTING DEPTH AT
NURSERY. PLACE ROOTBALL ON
UNEXCAVATED OR TAMPED SOIL, TYP.
SCARIFY HOLE & BACKFILL WITH SOIL
EXCAVATED FROM HOLE & SPECIFIED
AMENDMENTS.

5) SET TOP OF ROOT BALL 1-2 INCHES HIGHER
THAN SURROUNDING GRADE. {

6) REMOVE ALL TWINE, ROPE, WIRE AND [
BURLAP FROM THE UPPER 1/3 OF THE I
ROOTBALL.
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| T—————— STAKING REQUIREMENTS:
1) STAKING SHALL BE REQUIRED UNLESS
OTHERWISE APPROVED BY THE ARCHITECT.

2) GUY WIRES SHALL BE GALV. 12-GAUGE
DOUBLE STRAND WIRE 3'-6" ABOVE GRADE;
TIGHTEN GUY WIRE ONLY ENOUGH TO KEEP
FROM SLIPPING, DO NOT OVERTIGHTEN,
ALLOW FOR SOME TRUNK MOVEMENT.

3) USE 1-1/2" WIDE WEBBING w/ METAL
GROMMETS

4) TREE STAKES SHALL BE 2" DIA. x 8'-0"
LODGEPOLE PINE TREE STAKES, KEEP STAKES
PLUMB AND EVENLY SPACED.

&

5
RX X
XS

2

LS

COMPACTED OR UNDISTURBED SOIL

EVERGREEN TREE PLANTING DETAIL

4 NOT TO SCALE

3 NOT TO SCALE

SHRUB PLANTING NOTES:
1) SET SHRUB AT SAME DEPTH AT WHICH IT
GREW IN THE FIELD OR CONTAINER.

2) PRUNE, THIN & SHAPE SHRUBS IN
ACCORDANCE w/ STANDARD HORTICULTURAL
PRACTICE

3) BALL OF PLANT TO BE KEPT MOIST AND
PROTECTED FROM DAMAGE PRIOR TO
PLANTING. ADD ROOT STIMULATOR TO
SURFACE IMMEDIATELY AFTER PLANTING AS
PER MANUFACTURER'S RECOMMENDATIONS.

4) WHEN BACKEFILL IS 2/3 COMPLETE, WATER
THOROUGHLY UNTIL NO MORE IS ABSORBED.

PLACE PLANT IN VERTICAL
PLUMB POSITION

PRUNE BROKEN AND DAMAGED
TWIGS AFTER PLANTING

3" TH LAYER MULCH

PEEL BACK BURLAP FROM TOP
OF ROOTBALL OR REMOVE CONTAINER

BACKFILL WITH EXCAVATED
SOIL & SPECIFIED ADDITIVES

ol

COMPACTED OR UNDISTURBED SOIL

SHRUB PLA

NTING DETAIL

2 NOT TO SCALE

DECIDUOUS TREE PLANTING NOTES:

1) DO NOT HEAVILY PRUNE THE TREE AT
PRUNING, PRUNE ONLY CROSSOVER LIMBS,
CO-DOMINANT LEADERS & UNBROKEN OR
DEAD BRANCHES. SOME INTERIOR TWIGS &
LATERAL BRANCHES MAY BE PRUNED IF
REQUIRED. DO NOT REMOVE THE TERMINAL
BUDS OF THE BRANCHES THAT EXTEND TO
THE EDGE OF THE CROWN.

2) MARK THE NORTH SIDE OF THE TREE IN THE
NURSERY AND ROTATE TREE TO FACE NORTH
AT THE SITE WHENEVER POSSIBLE.

3) BALL OF PLANT TO BE KEPT MOIST AND
PROTECTED FROM DAMAGE PRIOR TO
PLANTING. ADD ROOT STIMULATOR TO
SURFACE IMMEDIATELY AFTER PLANTING AS
PER MANUFACTURER'S RECOMMENDATIONS.

4) PLANTING DEPTH OF ROOTBALL SHALL BE
EQUAL TO ITS ORIGINAL PLANTING DEPTH AT
NURSERY. PLACE ROOTBALL ON
UNEXCAVATED OR TAMPED SOIL, TYP.
SCARIFY HOLE & BACKFILL WITH SOIL
EXCAVATED FROM HOLE & SPECIFIED

7) EACH TREE MUST BE PLANTED SUCH THE
TRUNK FLARE IS VISIBLE AT THE TOP OF THE
ROOT BALL. TREES WHERE THE FLARE IS NOT
VISIBLE SHALL BE REJECTED. DO NOT COVER
THE TOP OF THE ROOT BALL w/ SOIL.

8) SOAK BACKFILL AFTER PLANTING.

9) APPLY 3"TH. MULCH LAYER AROUND TREE,
DO NOT PLACE MULCH IN DIRECT CONTACT w/
CROWN OF TREE TRUNK.

10) WHEN NECESSARY APPLY TREE WRAP TO
TRUNK FROM BOTTOM UPWARD, SECURE w/
TAPE.

AMENDMENTS.

5) SET TOP OF ROOT BALL 1-2 INCHES HIGHER
THAN SURROUNDING GRADE.

6) REMOVE ALL TWINE, ROPE, WIRE AND
BURLAP FROM THE UPPER 1/3 OF THE
ROOTBALL.

/
= S~ _ STAKING REQUIREMENTS:
1) STAKING SHALL BE REQUIRED UNLESS
\\ OTHERWISE APPROVED BY THE ARCHITECT.
2) GUY WIRES SHALL BE GALV. 12-GAUGE

\g DOUBLE STRAND WIRE 3'-6" ABOVE GRADE;
TIGHTEN GUY WIRE ONLY ENOUGH TO KEEP

FROM SLIPPING, DO NOT OVERTIGHTEN,

ALLOW FOR SOME TRUNK MOVEMENT.

3) USE 1-1/2" WIDE WEBBING w/ METAL

MULCH RING GROMMETS

MIN. 5' DIA.

LODGEPOLE PINE TREE STAKES, KEEP STAKES

N 4) TREE STAKES SHALL BE 2" DIA. x 8'-0"
PLUMB AND EVENLY SPACED.

COMPACTED OR UNDISTURBED SOIL

DECIDUOUS TREE PLANTING DETAIL

1 NOT TO SCALE

Taliaferro & Browne, Inc.

Civil / Structural Engineering,

Landscape Architecture & Surveying
1020 E. 8th STREET
KANSAS CITY, MISSOURI 64106
PH (816) 283-3456 FAX (816) 283-0810
PROFESSIONAL ENGINEERING CORPORATION

MISSOURI LICENSE NO. 000466 KANSAS LICENSE NO. E-1481
PROFESSIONAL LAND SURVEYING CORPORATION

7520 WASHINGTON ST.
KANSAS CITY, MO 64114
WWW.HIMARCH.COM

DECIDUOUS TREES CODE QTY BOTANICAL / COMMON NAME CONT CAL SIZE
% SWO2 3 Quercus bicolor / Swamp White Oak B&B 2"Cal
SRO 2 Quercus shumardii / Shumard Red Oak B&B 2"Cal
EVERGREEN TREES CODE QTY BOTANICAL / COMMON NAME CONT CAL SIZE
% KCJ 20 Juniperus chinensis "Keteleeri' / Keteleeri Chinese Juniper B&B 8-9" HT
% TEJ 40 Juniperus virginiana "Taylor' / Taylor Eastern Redcedar B&B 6’ -7
ORNAMENTAL TREES CODE QTY BOTANICAL / COMMON NAME CONT CAL SIZE
OKR 5 Cercis canadensis "Oklahoma’ / Oklahoma Redbud B&B 2.5"Cal
TRANSPLANT
DECIDUOUS SHRUBS CODE QTY BOTANICAL / COMMON NAME SIZE FIELD2 FIELL
{::} BCB 28 Buddleja x "Blue Chip Jr.” / Blue Chip Jr. Lo & Behold Butterfly Bush 3 gal CONT
@ KDD 23 Cornus sericea “Kelseyi' / Kelseyis Dwarf Dogwood 3 gal CONT
O LLH 10 Hydrangea paniculata "Little Lime’ / Little Lime Hydrangea 3 gal CONT
@ LDN 18 Physocarpus opulifolius "Little Devil” TM / Dwarf Ninebark 3 gal CONT.
ORNAMENTAL GRASSES CODE QTY BOTANICAL / COMMON NAME SIZE FIELD2 FIELL
%% FRG 44 Calamagrostis x acutiflora "Karl Foerster’ / Feather Reed Grass 3 gal CONT
@ BB2 52 Liriope muscari 'Big Blue' / Big Blue Lilyturf 1 gal CONT
% MAG 26 Miscanthus sinensis “Gracillimus’ / Maiden Grass 3 gal. CONT
@ CLB 22 Schizachyrium scoparium 'Carousel' / Carousel Little Bluestem 1 gal CONT
PERENNIALS CODE QTY BOTANICAL / COMMON NAME SIZE FIELD2 FIELLC
@ DWM 23 Hosta x 'Dance With Me' / Dance With Me Hosta 2 gal CONT
16" HT x 40" SP
O FH 23 Hosta x 'Francee' / Francee Hosta 2 gal CONT
15" HT x 24" SP
@ LGS 26 Rudbeckia fulgida sullivantii "Little Goldstar® / Coneflower 3 gal CONT.
{\fk SDP 64 Salvia nemorosa “Sensation Deep Blue Improved™ / Deep Blue Sage 1 gal CONT
fw-‘:r% AJS 13 Sedum spectabile "Autumn Joy" / Autumn Joy Stonecrop 1 gal CONT.
I
SEDGES CODE QTY BOTANICAL / COMMON NAME SIZE FIELD2 FIELC
%:;% BZC 114 Carex flacca 'Blue Zinger' / Blue Sedge 1 gal CONT
SOD/SEED CODE QTY BOTANICAL / COMMON NAME CONT FIELD2 FIELD
vV FEB 3,216 sf Festuca arundinacea Blend / Turf Tall Fescue sod Rolls

NOT FOR CONSTRUCTION PLANS
ARE SEALED FOR CITY PLANNING
APPROVAL ONLY

PEDIATRIC WING
825 EUCLID AVE.
KANSAS CITY, MO 64124
SAMUEL U. RODGERS HEALTH CENTER

SAMUEL U. RODGERS HEALTH CENTER
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DETAILS & NOTES
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HJM
| ARCHITECTS

7520 WASHINGTON ST.
KANSAS CITY, MO 64114
, m‘#w MAREH.COM
LIGHT FIXTURE SCHEDULE - SITE LIGHTING iy

LED MODULE / DRIVER ) )
FIXTURE | MANUFACTURER CATALOG DESCRIPTION REMARKS * * 9
TYPE NUMBER ID WATTS LUMENS CRI | cCT | DIMMING | VOLTAGE - Y
|,
R HUBBELL SG1-20 LOW-PROFILE EXTERIOR WALL-MOUNTED FIXTURE. ONE-PIECE, DIE-CAST ALUMINUM HOUSING. - 29 2,575 70 | 4000K NO 120 1 3 37
IMPACT-RESISTANT, COMFORT LENS. FORWARD THROW OPTICS. POWDER COAT FINISH DARK BRONZE - O &Y
COORDINATE WITH ARCHITECT/BUILDING OWNER. UL LISTED WET LOCATION. 0 S eSSy, 7
o Cor My
\ s A L
\\\\\‘té(\@,.é& ’;" !,’b 4 ;/"".
SLT HUBBELL BEACON VIPER ARCHITECTURAL POLE-MOUNTED FIXTURE. DIE-CAST ALUMINUM HOUSING. DIE-CAST DOOR FRAME WITH CAM 160L 100 12,500 70 | 4000K NO 120 123 Afdrea Peratt \EngipgdF A7) i @ NP
LATCH, INTEGRAL HINGE, AND FULL SILICONE GASKETING. TYPE IV WIDE DISTRIBUTION . PROVIDE WITH CAST MO# PE-2021000 ;;t’ THRASHER *
ALUMINUM SUPPORT ARM... UL-LISTED WET LOCATION. PROVIDE WITH 17' HIGH, SQUARE STRAIGHT STEEL L NUMBER
POLE. POWDER COAT FINISH MATTE ALUMINUM - COORDINATE EXACT COLOR WITH ARCHITECT. )
,"v. PE-2014007277
G g
SL2 HUBBELL BEACON VIPER SAME AS TYPE SL1 EXCEPT DUAL HEAD ARRANGMENT. 160L 200 25000 70 | 4000K NO 120 123 "ii » o 3@ %
O . Lo
X >Zf5/
EX ; - EXISTING POLE LIGHT TO REMAIN - - - - - NO 120 - Darren E. Thrasher - Eng?n er
MO# PE-2014007277

REMARKS:

1. FURNISH WITH AND INSTALL ALL NECESSARY HARDWARE AND MOUNTING BRACKETS.

2. FIXTURE/POLE FINISH AND LAMP CCT TO MATCH EXISTING POLE LIGHTS ON SITE. CONFIRM ON SITE PRIOR TO ORDERING.

3. FIXTURE IS TO MATCH EXISTING POLE LIGHTS ON SITE. IF EXISTING POLE LIGHT IS NOT AVAILABLE THE SCHEDULED FIXTURE MAY BE USED.

0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0
PROPERTY LINE + + + + + + + + + + + + + + + + + + + + + + + +

0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0

0.3 0.3 0.4 0.4 0.4 0.3 0.3 0.3 0.4 0.4 0.4 0.3 0.3 0.3 0.2 0.2 0.2 0.2 0.2 0.1 0.1 0.1 0.0 0.0

0.5 0.6 0.6 0.6 0.6 0.6 0.5 0.6 0.6 0.7 0.7 0.6 0.5 0.4 0.4 0.4 0.4 0.3 0.2 0.2 0.1 0.1 0.1 0.0

0.9 0.9 0.9 1.0 1.0 0.9 0.9 0.9 1.0 1.0 1.0 1.0 0.9 0.8 0.8 0.7 0.6 0.5 0.3 0.2 0.2 0.1 0.1 0.0

1.4 1.4 1.3 1.3 1.5 1.5 1.5 1.5 1.6 1.5 1.5 1.5 1.5 1.3 1.3 1.1 0.9 0.6 0.4 0.3 0.0
+ + + + + + + + + + + + + + + + + + + 423 | —2— PROPERTY LINE' +

2.1 1.8 1.6 1.7 1.9 2.2 2.2 2.3 2.1 1.9 1.9 2.1 2.2 2.1 2.0 1.6 1.1 0.8 0.5 0.3 0.2 0.1 0.1 0.0

2.6 2.1 1.9 1.9 2.3 2.8 3.4 3.1 2.6 2.3 2.2 25 2.9 3.2 2.7 1.9 13 0:9 0.5 0.3 0.2 0.1 0.1 0.0 -
+ + + + + + + + + + + + + + + + + + + + + + + + LL
+2.9 +2.3 +2.1 +2.1 +2.5 +3.3 +3.9 +3.7 +2.9 +2.5 +2.4 +2.8 +3.5 +3.8 +3.2 +2.1 +1.4 +1.0 +0.6 +0.4 +0.2 +0.1 +0.1 +0.0 <
—
3.8 2.9 2.7 2.8 3.0 4.3 5.0 3.5 3.2 3.2 3.3 4.6 .4 4.2 2.6 1.9 1.2 0.7 0.4 0.2 0.1 0.1 0.0 J
EX EX EX SL2 SL2 :
+2.8 +2.3 +2.1 +2.1 +2.4 +3.2 +3.8 +3.6 +2.7 +2.4 +2.4 +2.6 +3.3 +3.7 +3.0 +2.0 +1.4 +0.9 +0.5 +0.3 +0.2 +0.1 +0.1 +0.0 m
2.6 2.2 2.1 2.1 2.4 2.8 2.9 3.0 2.6 2.3 2.3 25 2.8 2.7 25 1.8 1.2 0.9 0.6 0.3 0.2 0.1 0.1 0.0
+ + + + + + + + + + + + + + + + + + + + + + + + (e 0)

2.2 2.1 2.0 2.1 2.3 2.4 2.3 2.4 2.3 2.1 2.0 2.1 2.1 1.9 1.8 1.5 1.1 0.7 0.5 0.3 0.2 0.1 0.1 0.0

1.7 1.8 1.9 2.1 2.1 2.0 1.9 2.0 2.0 1.9 1.8 1.6 1.5 1.3 1.2 1.1 0.9 0.6 0.5 0.3 0.2 0.1 0.1 0.0

PEDIATRIC WING

KANSAS CITY, MO 64124
SAMUEL U. RODGERS HEALTH CENTER

1.5 1.8 2.0 2.1 2.2 2.2 2.0 2.0 2.0 1.7 1.5 1.3 1.1 0.9 0.9 0.8 0.7 0.6 0.4 0.3 0.2 0.1 0.1 0.0

1.6 1.9 2.1 2.2 2.5 2.6 2.5 2.4 2.1 1.7 1.3 1.1 0.9 0.8 0.8 0.8 0.7 0.6 0.4 0.2 0.1 0.1 0.1 0.0

17 2.2 2.3 2.5 2.8 3.2 3.5 3.0 2.2 1.7 1.2 0.9 0.7 0.7 0.9 1.0 0.9 0.6 0.3 0.2 0.1 0.1 0.0 0.0

SAMUEL U. RODGERS HEALTH CENTER

2.2 2.6 2.7 2.7 2.9 3.6 3.9 3.4 2.4 1.6 1.2 0.8 0.2 0.4 0.7 R 0.7 0.4 0.2 0.1 0.1 0.1 0.0 0.0
+ + + + + + + + + + + + + + + e + + + + + + + +
+3 3 +3 3 +3 0 +3 1 +3 2 +4 5 %8 +4 4 +2 7 +2 0 +1 3 +0 7 +0 0 +0 0 +0 0 +0 0 +0 0 +0 0
SL2
3.3 SL1 3.1 2.7 2.6 2.7 3.3 3.7 3.1 2.0 1.4 0.9 0.6 0.0 0.0 0.0 0.0 0.0 0.0
+ + + + + + + + + + + + + + + + + +
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+2.1 +2.5 +2.5 +2.4 +2.5 +2.7 +2.6 +2.4 +1.8 +1.3 +0.9 +0.6 +0.0 +0.0 +0.0 +0.0 +0.0 +0.0
+1.5 +1.9 +1.9 +1.9 +2.0 +2.0 +1.8 +1.7 +1.5 +1.0 +0.7 +0.5 +0.0 +0.0 +0.0 +0.0 +0.0 +0.0
+1.2 +1.4 +1.4 +1.4 +1.4 +1.3 +1.1 +1.0 +0.9 +0.8 +0.6 +0.4 +0.0 +0.0 +0.0 +0.0 +0.0 +0.0
+0.8 +O.9 +1.0 +1.0 +0.9 +0.8 +0.7 +0.6 +0.6 +0.5 +0.4 +0.3 +0.0 +0.0 +0.0 +0.0 +0.0 +0.0
+0.0 +0.0 +0.0 +0.0 +0.0 +0.0
+0.1 +0.1 +0.1 +0.1 +0.1 +0.0
+0.1 +0.1 +0.1 +0.1 +0.1 +0.0
+0.2 +0.2 +0.1 +0.1 +0.1 +0.0
5
0.4 0.3 0.2 0.1 0.1 0.1 —_—
+ + + + + + -
o
n'd
0.4 0.4 0.3 0.2 0.1 0.1
+ + + + + + 8
L
%) ()
+0.8 +1.0 +1.1 +0.8 +0.6 +0.5 +0.4 +0.4 +0.4 +0.4 +0.4 +0.5 +0.7 +0.9 +0.8 +0.9 +0.7 +0.5 +0.4 +0.3 CZ)
|f| SL1 |j SL1 (7))
0.7 1.0 14 14 1.1 0.8 0.7 0.7 0.6 6 0.6 0.7 0.7 09 1.2 5 1.2 0.9 0.6 0.5 0.4
+ + + + + + + + + + + + + + + + + + + + E
(0
0.8 1.0 1.3 1.3 1.1 09 0.8 0.7 0.7 0.6 0.7 0.7 0.8 1.0 1.2 1.3 1.2 09 0.7 0.6 0.5
+ + + + + + + + + + + + + + + + + + + + + E
()
+0.8 +0.9 +1.1 +1.1 +1.0 +0.9 +0.8 +0.7 +0.7 +0.6 +0.7 +0.7 +0.8 +1.0 +1.0 +1.1 +1.0 +0.9 +0.7 +0.6 +0.5
0
0.7 0.8 0.8 0.8 0.8 0.8 0.7 0.6 0.6 0.6 0.6 0.7 0.7 0.8 0.8 0.8 0.8 0.8 0.6 0.5 0.4
+ + + + + + + + + + + + + + + + + + + + + %
o]
+0.6 +0.6 +0.7 +0.7 +0.7 +0.7 +0.6 +0.6 +0.5 +0.5 +0.5 +0.6 +0.6 +0.7 +0.7 +0.7 +0.6 +0.6 +0.5 +0.4 +0.4 Z

CITY PLANNING

SITE PLAN DATE: 10/13/2023

SCALE: 1"=20-0"

PROJECT NO: 2053

SITE
PHOTOMETRICS

PEARSON KENT MCKINLEY RAAF ENGINEERS, LLC
13300 W 98TH STREET LENEXA, KS 66215
913.492.2400 WWW.PKMRENG.COM

MO State Certificate of Authority #E-2002020886
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